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Abstract 
In order to assess decay in the mechanical characteristics of 
fire-exposed Reinforced Concrete (RC), it is crucial to recon-
struct the temperature time history and the evolution of strain 
and stress fields. In this paper, the state of the art of assessment 
methods is presented and applied to a real structure damaged 
by fire. It is a prestressed RC industrial warehouse located in 
the outskirts of the city of Cagliari (Italy). The collected data of 
several assessment methods are presented in order to produce 
the flowchart of an integrated approach for post-fire investi-
gation. Among the various techniques, the authors highlight a 
thorough laser scanner geometric survey and destructive and 
non-destructive testing. In addition, the temperature distribu-
tion and its time history has been reconstructed by means of 
optical and Scanning Electron Microscopy, X-ray diffractom-
etry, Thermogravimetric Differential Thermo-Analysis and 
calibrated Colorimetry. 
Actually, refurbishment is needed, but the structure withstood 
the fire very well. Central columns displayed the most impor-
tant damage, and several beams presented important deflec-
tions having lost the prestressing actions of the tendons.
Keywords 
structural fire design, reinforced concrete, colorimetry, non-
destructive testing, scanning electron microscopy, thermo-
gravimetric differential thermo-analysis
1 Introduction 
Assessing the extent and gravity of fire damage on reinforced 
concrete buildings is a crucial task in order to plan the reha-
bilitation or the demolition of their structures. Unfortunately, 
the fire resistance capacity of reinforced concrete is very dif-
ficult to assess, as concrete itself is a composite material with 
components characterized by different thermal properties, but 
also because moisture and porosity have a great influence on 
mechanical behaviour. In addition, steel reinforcements, unlike 
concrete, are very sensitive to the effects of high temperatures 
caused by fire. 
These problems become more serious in the case of large 
and strategic buildings that perform an important service which 
cannot be interrupted without high social costs, see [1–5]. If the 
fire is followed or anticipated by an explosion, materials and 
structures are pushed to the limit. Indeed, the material constitu-
tive laws are strongly modified by the joint effects of strain rate 
(see [6–8]) and of temperature (see [9–10]).
Several case studies on the effect of fire on real R.C. struc-
ture assessment are reported in the literature: Folic et al [11] 
present the data recorded on fire-damaged Novi Sad Open Uni-
versity; in [12] there is a detailed study of the serious fire in the 
Windsor Tower in Madrid. Majoros and Balázs [13] investi-
gated the effects of fire attacks in three halls in Budapest.
Results obtained from real incidents (see also [14–16]) are 
important because knowledge coming from their analysis can 
be effectively applied to the design of new structures: an inter-
esting example of this approach is reported in [17].
Considering the above-mentioned issues, it is very difficult 
to establish a list of tests or structural assessments which are 
always valid in case of fire. Nevertheless, it is possible to clas-
sify the most important structural fire damages in two main sets 
(see Figure 1):
• geometrical variations, due to thermal deformation, affect-
ing a single element or a group of them. These variations 
can modify the load-bearing structural scheme and make the 
usually negligible second-order effects much more impor-
tant;
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• degradation of the mechanical characteristics of materials. 
These effects obviously have a direct impact on structural 
safety.
Fig. 1 Integrated approach flowchart for fire damages and corresponding as-
sessment techniques. 
While for the assessment of the first point a thorough geo-
metrical survey of the damaged structure is generally sufficient 
(for example by means of the laser scanner, see [18–19]), in 
the second case it is crucial to reconstruct the temperature time 
history in order to determine the residual mechanical character-
istics as proved in [20], where the authors studied compressive 
strength, splitting tensile strength and bending strength of con-
crete after high temperatures. In this paper, a set of experimen-
tal results describes the correlation between the compressive 
strength of concrete and the maximum temperature reached 
during the test. However, this is a very difficult task for real 
case study as back analysis starting from the damaged elements 
can be dramatically influenced by several unknown parameters 
regarding both the development of the fire and the initial struc-
tural characteristics.
As stated in [21], given the current state of assessment meth-
ods, experimental non-destructive and destructive techniques 
should be combined and refined by theoretical and numerical 
thermo-mechanical modelling. 
In the authors vision also it is necessary an integrated 
approach in which all the possible assessment methods are 
smartly merged in order to produce the largest amount of infor-
mation, see Figure 1. 
With the aim of presenting a general procedure for RC 
assessments after fire, in this work several methods are pre-
sented and tested referring to an interesting real case-study: vis-
ual examination, destructive and non destructive tests like pull 
out, sonic and ultrasonic test, sclerometer and SonReb test (see 
for example [21–24]) can produce a detailed set of data related 
to the mechanical characteristics of materials. Other effective 
techniques capable of determining fire damage on concrete 
are: microscopic analysis (optical and electronic), see [25–31], 
Thermogravimetric analysis (TGA), combined with Differen-
tial Thermal Analysis (DTA), see [32-33], X-ray diffractometry 
(XRD), see [34–35] and colorimetry, see [31], [36–38].
The entire data set resulting from the above mentioned tech-
niques is the base for an integrated assessment approach. It can 
define the thermal events path through the identification of the 
related isotherms and, consequently, can quantify the extent of 
repairs or demolition of damaged concrete.
In this paper, after a brief description of the real fire sce-
nario in Section 2, the integrated approach is developed and its 
results are discussed and presented in Section 3 with the final 
aim of structural assessment. In Section 4, some comments and 
concluding remarks are provided. 
2 Scenario Description
On the evening of November 16, 2013, fire spread through 
a Reinforced Concrete industrial warehouse on the outskirts of 
the city of Cagliari (Italy). Due to the fire, which lasted approx-
imately 8 hours and was extinguished principally with water, 
the central part of the building and its load-bearing structure 
were damaged.
Fig. 2 Cross-section B-B of the structure. All dimensions are in m.
The industrial warehouse was designed in 2008 and built in 
2010. It consists of a ground and first floor; plant dimensions 
are approximately 60 × 40 m, the first floor height is 6.0 m, 
while the maximum height is 11.1 m.  
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Fig. 3 Plant view of the ground floor (a) and of the first floor (b) with the fire zone highlighted. Plant dimensions are expressed in m, while cross-section measure-
ments are expressed in cm. The top figure (a) presents the position of columns 13*,14* and 15*, outside the fire zone, used as a reference (non-damaged) ele-
ments.
(a)
(b)
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The load-bearing structure is a precast reinforced concrete 
frame (see Figures 2 and 3), with a R.C. slab cast on site repre-
senting the extrados of the first floor). 
Fig. 4 Typical cross-sections of columns with the reinforcement arrangement. 
Cross-section measures are in m, while reinforcement diameters are in mm.
Fig. 5 Cross-section of an L- and T-shaped beam with the reinforcement 
arrangement. Cross- section measures are in m, ordinary reinforcement diam-
eters are in mm, while pre-stressing tendon diameters are in inches.
Fig. 6 Cross-section of omega-shaped transversal beams with the reinforce-
ment arrangement. Cross-section measures are in m, ordinary reinforcement 
diameters are in mm, while prestressing tendon diameters are in inches.
The columns on the ground floor form a net of approxi-
mately 10 × 13 m, where the former distance represents the 
span of the longitudinal beams (T- or L-shaped) and the latter 
the span of the transversal beams (omega-shaped). All beams 
are prestressed reinforced concrete elements.
The ceiling of the first floor is composed of wing-shaped 
girders, which are not important for the analysis presented in 
this paper as they were not exposed to the fire. 
The basic elements of the structural frame are:
• Precast RC column with rectangular cross-section whose 
dimensions vary between 68 × 50 cm to 90 × 50 cm on the 
ground floor and are equal to 50 × 50 cm on the first floor. 
Reinforcement arrangements and other details can be seen 
in Figure 4.  Characteristic compressive concrete strength is 
46 N/mm2, while reinforcement bars are characterized by a 
yielding strength of 430 N/mm2 and a tensile strength of 540 
N/mm2 in the case of a diameter smaller than 12 mm; oth-
erwise yielding strength is 430 N/mm2 and tensile strength 
480 N/mm2.
• Prestressed RC longitudinal beams of a 10 m span, with 
T-shaped cross-section whose dimensions and reinforce-
ment arrangement are presented in Figure 5. The corre-
sponding beam on the lateral side of the building is of the 
L-shaped type, and its characteristics and cross-section are 
also depicted in Figure 5. Concrete and ordinary reinforce-
ment characteristics are the same as those presented for the 
column. Prestressing tendons are characterized by a diame-
ter of 3/8” (9.5 mm) and ½” (12.7 mm); their tensile strength 
is 1860 N/mm2.
• Prestressed RC transversal beams with a 13 m span, which 
are omega-shaped. Their cross-section characteristics and 
reinforcement arrangement are shown in Figure 6, and they, 
along with the 90 × 6 cm precast plates connecting each 
beam to neighbouring parallel ones, represent the intrados 
on the first floor. Concrete and reinforcement characteristics 
are the same as those presented for the T-shaped beams
• Highly-reinforced concrete slab cast on the transversal 
and longitudinal beams of the first floor; its height varies 
between 10 to 30 cm and it covers the whole building area. 
Characteristic compressive concrete strength is 25 N/mm2. 
Reinforcements bars of 10 mm diameter are distributed in 
order to form a 20 × 20 cm net. 
• Piles and connective foundation beams. Concrete and rein-
forcement characteristics are the same as those presented for 
the columns.
The cladding is composed of precast panels, directly con-
strained on the foundation or transversal beams. Internal parti-
tion walls, separating the ground floor into three different areas 
see Figure 3a, are designed to be fire-resistant. Actually, they 
consist of bricks covered with plaster and are characterized by 
a thermal insulation which guarantees a fire protection class 
equal to REI 120 (according to UNI EN 13501-1 [39]). This 
characteristic is very important, as it assures that the fire was 
confined only to the central part of the ground floor and did 
not spread to the whole building. For this reason, only the col-
umns in the central part of the ground floor and the longitudinal 
and transversal beams on the first floor were affected by the 
fire. The ground and the first floor were covered by raw rub-
ber mats, typical of industrial buildings. The materials stored 
in the warehouse were of various kinds: plastic bags, medical 
devices, clothes, wood, etc. 
3 Assessment of the Fire Damage on Reinforced 
Concrete
In order to assess the damage to the structural elements the 
above mentioned integrated approach is developed by means of 
the following steps :
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• Thorough analysis of the original design documentation and 
visual examination.
• Load test on a heavily-damaged frame in order to assess 
residual load-bearing  capacity.
• Geometric recording of the reinforced concrete elements by 
means of laser scanner.
• Assessment of the quality of the structural concrete by 
means of destructive and non-destructive tests.
• Assessment of the quality of reinforcements by means of 
destructive tensile strength test.
• Assessment of the degree of damage to the concrete by 
means of mineralogical, microstructural and colorimetry 
investigations.
 
3.1 Visual Examination
Visual examination is the simplest and cheapest technique. 
A trained eye can record very interesting data regarding both 
the residual structural safety and mechanical characteristics 
after a fire. In this work, initial visual examination provided a 
rapid survey of the damage: the central area of the ground floor 
was damaged by the fire, as shown in Figure 7. 
The debris (pieces of concrete spalled out from the beams 
and columns, plastic material, residues of steel shelving, pieces 
of wood pallets, etc.) produced by the fire covered almost the 
whole floor. 
In Figure 8, a plant view of the fire zone, with labels for each 
structural element, is reported. 
Lateral columns labelled 4–6–7–9 present the most evident 
damage: it seems that they have been hollowed out from the 
fire-exposed side towards the core, probably due to convec-
tive motion generated during the fire. Concrete belonging to 
these columns was expelled, leaving a visible void, while rein-
forcements are still present although damaged. The contrast 
with the neighbouring fire-resistant wall is patent as well, and 
is depicted in both Figure 7 and Figure 9, where it is easy to 
note that column 6 is severely hollowed-out. On the contrary, 
perimeter columns 1–2–3–10–11–12 were less exposed to the 
fire, and negligible visible damage was recorded.
Central columns 8–5 present a completely different situa-
tion: the superficially-burned plaster exhibits great character-
istic roughness, and its colour tends towards greyish white. 
Spalling of concrete occurs infrequently in these elements.
The bottom part of the T-shaped beams (labelled with T in 
Figure 8) was exposed to the fire; indeed, the upper part was 
protected by the slab and by the omega-shaped beams. In par-
ticular, beams T3–T4–T5–T6 seem to have suffered the most 
important damage, with concrete spalling and desolidarisation 
of prestressing tendons. 
Fig. 7 Overview of the fire-damaged area.
In Figure 9b, the situation of beam T6 and corresponding lon-
gitudinal beams is reported. The latter are visibly damaged as 
well: in most of these omega-shaped beams, concrete spalling is 
present in broad areas. Thus, in this case as well, there are areas 
in which prestressing tendons have lost their principal effect, 
becoming ordinary reinforcements. The other heavily- damaged 
longitudinal beams are labelled L4–L5–L8–L9 in Figure 8. As 
reported in the previous paragraph, the fire-resistant lateral par-
tition wall guarantees a fire protection class equal to REI 120. 
Actually, it separates the fire area from other areas, provid-
ing sufficient thermal insulation. The left wall (referring to Fig-
ure 8) was heavily damaged, with many cracks and incumbent 
collapse, as shown in Figure 9a. The right wall, shown in Fig-
ure 7 and Figure 9b, has lost part of its plaster, but there are no 
visible cracks.
(a)
(b)
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Fig. 8 Plant view of the fire area on the ground floor.
The precast reinforced concrete plates, which connect each 
longitudinal beam with parallel neighbouring ones, represent, 
along with the latter beams, the intrados of the slab separat-
ing the ground from the first floor. It was severely damaged 
because it was directly exposed to the fire: concrete spalling 
and collapse of its reinforcements, shown in Figures 7 and 9, 
represent the most important damage. On the other hand, the 
slab cast on these elements appears in good condition; there 
have been some thermic deflections, but structural reliability is 
not jeopardised, as will be shown in the following paragraphs 
(3.2 and 3.3).
3.2 Load Testing
In order to assess the reliability and remaining bearing 
capacity of the structure, a direct load test was developed. The 
element tested was a longitudinal omega-shaped beam (corre-
sponding to label L12, see Figure 8) having a net span of 12.2 
m. The load was progressively applied to the corresponding 
part of the slab by means of a water dam, characterized by a 
width of 3 m and a length of 6 m. Considering that beam span 
is greater than the latter length, an equivalent water load was 
estimated (6.1 kN/m2 ) and provided to the dam in order to 
produce the same bending moment obtained by a service load 
of 4.0 kN/m2 .
Three displacement transducers, characterized by an accu-
racy of 0.01 mm (Ch3–Ch4–Ch5), were positioned at the intra-
dos of beam L12 according to the scheme reported in Figure 
10a. In this way, it was possible to record deflection at mid-
span (Ch4), at the end of the beam (Ch3) and mid-span deflec-
tion of the neighbouring beam labelled L11 (Ch5). The load 
was applied in subsequent steps, varying the amount of water 
contained in the dam. Displacements at the above-mentioned 
three points were continuously recorded and are represented 
in Figure 10b.
Fig. 9 Lateral cladding cracks (a), T-shaped beams, girders and lateral column 
damage (b).
It is important to mention that the structure had never been 
tested under service load; for this reason, inelastic settlements 
were expected. In addition, the slab slope forbade uniform 
water distribution in the dam during the initial test phase, when 
the dam was not full. These facts explain why, after unloading, 
a midspan deflection of 0.62 mm is still present. 
Despite these data, global elastic behaviour was still present 
after the fire, and finally, maximum deflection (2.80 mm) was 
recorded at mid-span under a water dam load of 6.1 kN/m2. 
(a)
(b)
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The RC slab supported by the beam tested plays a struc-
tural role which is not negligible; this is proven by the deflec-
tion recorded by Ch5. Stress distribution due to this effect also 
reduced beam deformation during the fire.
Fig. 10 (a) Positions of displacement traducers and the water dam during the 
loading test, a = 3.55 m, b = 2.27 m, c = 6.30 m, d = 5.80, e = 0.50 m. (b) 
Load-displacement diagrams for the three transducer recordings.
3.3 Geometrical Survey by means of Laser Scanner
A thorough geometrical survey was developed by means of 
a Faro-Focus 3D Laser Scanner, characterized by an absolute 
error below 2 mm for a scanning distance between 10 and 25 
m. Its horizontal and vertical resolution is equal to 0.009°. It 
is also characterized by an image acquisition speed of 976000 
pt/sec by means of an integrated digital camera with 70 meg-
apixel resolution. Column geometry after the fire (with a total 
height of 6 m and a rectangular cross-section) was recorded by 
laser scanner; obviously, these elements were also damaged. 
For this reason, at least four sections at different heights (Sec-
tion 1, 1 m; Section 2, 3.2 m; Section 3, 3.6 m; Section 4, 5.2 
m) for the six central columns (labelled 4 to 9, see Figure 8) 
were scanned (see Figures 11–13), detecting the fire-exposed 
side and allowing estimation of the centre-of-gravity position. 
Both ends of each column were considered constrained and not 
exposed to fire, and variations in their centre-of-gravity posi-
tion considered negligible. 
Fig. 11 Scheme of column cross-section center-of-gravity detection.
Concerning the central columns (8 and 5), it was possi-
ble to record the whole perimeter, while in the case of lateral 
columns (4,6,7,9), only one side was exposed to the fire and 
consequently recorded. In the latter case, the centre-of-gravity 
position was determined considering design characteristics for 
the other 3 sides. In this way, it was possible to study the vari-
ation of this position through column height, see Figure 12. In 
this Figure, the effect of the fire-induced deformation is clearly 
visible and tends to concentrate centre-of-gravity position vari-
ations in the central part of the column (Sections 2 and 3, see 
Figure 11), confirming the assumptions of constrained ends 
for each column. Column 6, characterized by a 90 × 50 cm 
cross-section, was dramatically hollowed-out during the fire 
and presents the most important variations, equal to 40 mm in 
x direction and 12 mm in y direction. It is important to mention 
that the position of the centre of gravity is influenced by section 
damage, and in particular for Column 6, these displacements 
do not necessarily involve deformation of the non-exposed 
sides. Columns 8 and 5, characterized by a 68 × 50 cm cross 
section, were exposed along their whole perimeter but present 
(a)
(b)
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very few centre-of-gravity position variations: less than 10 mm 
in the former case and less than 5 mm in the latter.
In Table 1, the Standard Deviation (SD) defined in the fol-
lowing Eqn (1) was evaluated, considering the position of the 
centre of gravity:
where xi, yi are the centre-of-gravity coordinates for the i-th 
cross section and , are the average coordinates considering all 
the n sections of a chosen column.
Table 1 Standard deviation of the center-of-gravity position for some columns 
on the ground floor, considering four cross-sections at different heights.
Column SD x (m) SD y (m)
4 0.0168 0.0037
5 0.0037 0.0021
6 0.0170 0.0064
7 0.0095 0.0020
8 0.0030 0.0034
9 0.0086 0.0037
Only columns 4 and 6 show a SD x higher than 10 mm, 
while in all other cases, it is unlikely to find values greater than 
5 mm. These centre-of-gravity position variations represent a 
small fraction of column height, in addition, as stated previ-
ously, they are probably due to local damage of the cross- sec-
tion and not to real displacement of the column, see Figure 
13. Furthermore, after a complete section restoration with new 
concrete, variations will be reduced to completely negligible 
values.
The fire also damaged the whole central area of the ground 
floor, and transversal T-shaped beams (labelled with T code in 
Figure 8), simply supported by the columns, were deformed 
and modified. Transversal omega-shaped beams (labelled 
with L code in Figure 8), supported by the above-mentioned 
T-shaped beams, consequently experience constraint displace-
ment δ, which determines rigid rotation α, as schematised in 
Figure 14. 
For this reason, absolute deflection v recorded by the laser 
scanner for each beam must be purged from the deflection, due 
to rigid rotation α, in order to determine actual deflection rv. 
The entire span length L, absolute and actual deflection v and 
rv, respectively, and also the location of maximum deflection y 
and rigid rotation α for each beam are reported in Table 2. The 
negative sign indicates upward deflection, while the positive 
one refers to downward deflection.
Considering the T-shaped beams (corresponding to code T, 
see Figure 8), higher negative deflections are located on 
the right side of the plant (beams T2–T4–T6), while the other 
beams (T1–T3–T5–T7–T9) present positive ones (see Figure 
8). It must be considered that each beam is designed with a 
negative deflection due to the prestressing tendons useful in 
reducing deflection of the beam under service loads. Local 
damage and global deformation yield the above-mentioned 
values.
A different situation can be deduced from analysis of the 
longitudinal omega-shaped beams (corresponding to label L, 
see Figure 8). In the lower part of the plant, deflection values 
corresponding to beams labelled L1 and L4 are quite important, 
with a peak of 74.23 mm, corresponding to 6/1000 of the span 
of the L4 element. This value proves that the effect of the fire, 
in addition to the dead load of the structure, removed initial 
negative deflection (equal to 25–30 mm, see the undamaged 
beams labelled La and Lb located outside the fire zone) pre-
sent in all L-beams, in only a few damaged elements. In most 
other cases, the deflection value is still negative, proving that 
prestressing action is still active in several beams and girders.
Local damage of beams has not been considered in the 
deflection estimation. The real damaged and deformed profile 
was represented by a spline curve in order to reconstruct the 
theoretical deformed curve without local damage. In this way, 
greater accuracy was obtained. 
First-floor slab deflection was also investigated by means 
of a Laser Scanner, and results are reported in Figure 15. The 
maximum deflection of 60 mm is indicated by the black lines 
located on the left side and in the bottom part of the fire area. 
Both of them correspond to a midspan beam point. 
Despite the high value of maximum deflection (60 mm), 
there are no visible cracks in the extrados, and the only other 
sign of the fire is the floor discolouration.
SD
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Fig. 12 Centre-of-gravity position of column cross-sections at different heights.
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Beam L (m) v (mm) y (m) δ (mm) rv (mm) α(deg)
L1 12.28 80.70 6.52 14.80 72.84 0.07
L2 12.29 22.10 12.14 24.70 -2.30 0.12
L3 12.25 36.20 12.15 38.20 -1.69 0.18
L4 12.23 91.20 8.17 25.40 74.23 0.12
L5 12.26 39.90 7.65 23.60 25.17 0.11
L7 12.21 -23.40 6.97 1.60 -24.31 0.01
L8 12.26 -12.30 9.10 -7.00 -7.10 -0.03
L9 12.25 -14.90 10.32 -10.50 -6.05 -0.05
L10 12.22 -30.90 10.20 -22.00 -12.54 -0.10
L11 12.30 -19.20 3.67 -15.10 -14.69 -0.07
L12 12.24 -23.50 5.80 -7.20 -20.09 -0.03
L13 11.85 -25.20 6.65 -2.60 -23.74 -0.01
L14 11.92 -19.10 6.34 -1.00 -18.57 0.00
L15 11.89 -12.20 5.47 1.60 -12.94 0.01
L16 12.25 -31.00 8.57 -10.60 -23.58 -0.05
L17 5.57 -11.90 0.97 4.80 -12.74 0.05
L18 5.67 -9.10 4.17 -27.00 10.76 -0.27
La 12.23 -36.70 7.97 -13.80 -27.71 -0.06
Lb 12.25 -32.10 9.30 -15.90 -20.03 -0.07
T1 9.20 63.10 8.79 60.10 5.68 0.37
T2 9.33 -28.60 6.22 -0.20 -28.47 0.00
T3 9.35 32.60 8.83 32.60 1.81 0.20
T4 9.35 -11.90 3.65 -17.70 -4.99 -0.11
T5 9.35 31.00 3.75 32.10 18.13 0.20
T6 9.35 -26.00 4.83 -30.30 -10.35 -0.19
T7 9.33 12.00 1.41 15.70 9.63 0.10
T9 6.84 29.80 6.76 30.00 0.15 0.25
Table 2 Beam deflection recorded by means of a laser scanner.
Fig. 13 Fire-exposed side of column cross-sections at different heights, recorded by means of a laser scanner.
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It is interesting to point out that Figure 15 can also represent 
a synthetic map of structural fire damage; indeed, it highlights 
the most deformed area, corresponding to beams T5, L4 and L5.
Fig. 14 Scheme of beam constraint displacement.
Fig. 15 First-floor slab deflection.
3.4 Non-Destructive Tests
Sonic and ultrasonic tests on RC structures can be very use-
ful due to the well-known correlation between the sonic pulse 
through concrete and its density. These techniques can produce 
a detailed set of data related to the mechanical characteristics 
of materials, see for example [21–24] and [40–41]. In par-
ticular, the velocity of ultrasonic transit pulses in undamaged 
concrete can reach and exceed 5000 m/s, see [22]. Its value 
may decrease significantly in the presence of defects caused by 
exposure to fire. 
In addition, the concrete mixture has such a great influence 
on the correlation that it cannot be considered unique. Never-
theless, speed variations in waves recorded in the same element 
can effectively discriminate between damaged and undamaged 
areas.
On the first-floor slab, sonic tomography was carried out by 
means of an indirect (surface transmission) sonic pulse veloc-
ity test on the green area highlighted in Figure 16. A grid of 1x1 
m was defined and 8 significant points (labelled from A to H in 
Figure 16) determined. 
Then the Boviar RSG-55 piezoelectric receiver was placed 
on each significant point and a 1.5 Kg impulse force hammer, 
instrumented with a piezoelectric sensor (in order to record 
impulse force), was applied to the neighbouring 8 points 
(labelled 1 to 8 in Figure 16). In this way, the speed of 8 waves 
for each significant point was recorded; their average is reported 
in Figure 17 with the corresponding standard deviation (SD). 
Fig. 16 First floor slab Sonic Tomography and ultrasound test positions.
From the data reported in Figure 17, it is clear that the most 
highly damaged area corresponds to left points A and E, which 
present the lowest speed (2000–2400 m/s). Indeed, it is well 
known (see [21]) that damage significantly reduces the speed of 
sonic pulses. On the other hand, points H and D present the high-
est speed value (3800 m/s) and are located in a corner of the slab, 
near the stairwell. The latter points were probably less exposed 
to the fire and consequently reached lower temperatures than the 
ones (points A and E) located in the centre of the slab.
Fig. 17 First-floor slab Sonic Test chart results.
Furthermore, four cylindrical core samples of 6 cm diameter 
were taken from the slab at points represented by the circular 
black spots in Figure 16 by means of an HILTI corer DD 130. 
An ultrasound direct test was performed on these cores, obtain-
ing the results presented in Table 3. These results confirm deg-
radation of the central part of the slab corresponding to the area 
around beam T4.
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Table 3 Ultrasound wave speed from direct test on cores extracted from the 
slab.
Slab Position Core length Speed (m/s)
Point O 85.8 1848
Point N 88.6 1818
Point L 56.6 1503
Point M 54.5 1534
The ultrasound test was performed by means of a BOVIAR 
TSG55 piezoelectric transmitter capable of a signal character-
ized by a 55 kHz frequency and 0.05 J of energy. 
Table 4 Ultrasound wave speed from direct test on different columns.
Element Core length Position (mm) Speed (m/s)
Column 4 115.2 1380 5319
Column 7 114.9 1550 5469
Column 9 113.8 980 5252
In order to assess the mechanical characteristics of concrete 
in the columns exposed to fire, several cores (also in this case 
their diameter is 6 cm) of various lengths were taken from dif-
ferent pillars. A synthesis of these results is presented in Table 
4, where “Position” indicates the location of the core along the 
longitudinal axis of the element starting from elevation 0 mm, 
corresponding to the ground level, to 6000 mm, correspond-
ing to the intrados of the first floor. The average speed value 
for a fire-exposed column is equal to 5430 m/s and no large 
variations are detected among the three columns. This result 
suggests that concrete mechanical characteristics are very simi-
lar for these elements and that fire damage is quite uniformly 
spread among them.
Comparison with the ultrasound pulse speed of cores com-
ing from the slab, where pulse speed has an average value of 
1500–1800 m/s, underlines the different mechanical character-
istics of the cast concrete on-site slab and the pre-cast one in 
the columns.
On the same cores, a colorimetric test with a sprayed aque-
ous solution of 1% phenolphthalein in ethyl alcohol was per-
formed to determine carbonation depth. It was negligible in all 
elements analysed (floors, columns and beams), both in those 
exposed to fire and those that were not, so there was no car-
bonation on all samples.
One of the most interesting and effective non-destructive 
tests is called SonReb (SONic + REBound) and consists of the 
combined use of the sclerometer test and the ultrasonic one 
(see [42] and [37]). Indeed, this technique is capable of quite 
accurate assessment of concrete strength in a very short time. 
As correctly stated by Breysse in [37], calibration is mandatory 
for this method; indeed, several relationships have been pro-
posed in the literature, confirming that not only one effective 
formula exists for every case. In this paper, the authors present 
a calibration method based on a prior model defined by the fol-
lowing Eqn:
where, V is the ultrasound velocity, R is the rebound index 
and, according to [37], a = 1.5 × 10-10, b = 2.60, c = 1.30.
The average experimental strength of the concrete f
cexp,mean
 
must be evaluated by testing at least one core extracted from 
the element investigated. Obviously, the larger the number of 
tests is, the greater the precision. Then, using Eqn (2), the aver-
age compressive strength f
cest,mean
 of the elements is calculated. 
A calibration parameter k equal to f
cest,mean
/f
cexp,mean
 is introduced 
into Eqn (2) in order to define the following calibrated formula 
for concrete strength estimation by means of SonReb:
This calibration method is suitable when the number of 
experimental destructive data provided by the core compres-
sive test is low (below or equal to 5 specimens, see [37]).
In order to estimate the concrete strength of fire-damaged 
and undamaged columns, the sclerometric rebound index was 
measured on the “sound” part of the concrete surface of col-
umns 4–7–8 –9 (damaged) and columns 13*–14*–15* (undam-
aged, belonging to areas not exposed to fire). 
Table 5 Sclerometric rebound index and ultrasound pulse velocity from tests 
on damaged and undamaged columns.
Element Rebound 
Index R
Ultrasound Pulse 
velocity (m/s)
Column 4 56 4020
Column 7 55 3975
Column 8 56 3483
Column 9 58 4365
Column 14* 56 4857
Column 15* 60 4972
Rebound tests were performed by means of a Boviar scle-
rometer and were statistically analysed (a 15 × 15 mm grid 
of 22 points on each element was tested); average values are 
reported in Table 5. The same Table reports the ultrasound 
wave speed obtained by means of a direct test on the analysed 
elements. 
Then, from columns 4–7–9 and 14* (located outside the fire 
zone, see Figure 3), 6 cm-diameter cores were extracted and 
a compressive destructive test performed. The corresponding 
results f
cexp
 are reported in Table 6 and discussed in detail in 
the next paragraph. Calibration was performed on these ele-
ments; in order to take fire damage into account, two values 
for parameter k were determined: one for damaged columns 
4–7–8–9 (k = 1.62) and the other for the undamaged ones: 
14*–15* (k =2.13), see Figure 3. Values from the estimated 
compressive strength test obtained from Eqn (2) and from the 
calibrated Eqn (3), with the experimental values obtained by 
means of the destructive tests, are represented in Table 6.
f a V Rcest
b c= ⋅ ⋅ ,
f a k V Rcest
b c= ( ) ⋅ ⋅/ ,
(2)
(3)
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Table 6 SonReb method performance for the estimation of concrete strength.
Element
fcest without 
calibration 
(N/mm2)
fcexp (N/
mm2)
fcest with 
calibration 
(N/mm2)
Absolute 
error
(%)
Column 4 51 28 31 11.26
Column 7 48 40 29 25.56
Column 8 35 na 21 -
Column 9 66 33 40 20.94
Column 14 * 83 30 39 28.05
Column 15* 96 na 45 -
The calibrated estimations of concrete strength are quite 
similar to experimental ones; the percentage error, reported in 
Table 6, varies between 11% and 28%, very low in comparison 
to the errors produced by un-calibrated estimations. 
3.5 Destructive Tests
The compressive strength test on cores sampled from dam-
aged structural elements is one of the most reliable tool to 
investigate the fire influences on the concrete characteristics. 
A thorough post fire investigation should rely on coring if it 
is possible. Thus, in this case several 6 cm-diameter cores, 
extracted from columns and the slab, were subjected to a com-
pressive strength test by means of a 1000 kN Comazzi machine. 
Table 7 Compressive strength of cores extracted from columns and first floor 
slab.
Element Strength (N/mm2)
Column 4 28.0
Column 5 31.0
Column 7 39.7
Column 9 33.4
Column 13 * 47.3
Column 14 * 30.3
Column 14 * 17.1
Point O 15.6
Point N 17.0
Point L 24.8
Point M 18.1
Table 7 reports results concerning both the columns exposed 
to fire (4–5–7–9), with an average value of 30.6 N/mm2 and the 
undamaged columns (13*–14*), whose average compressive 
strength is 30.5 N/mm2. This result proves the homogeneity of 
the precast concrete. In particular, it can be pointed out that 
the concrete cover presented the principal visible damages, but 
cores were extracted from the inner part of the column, after 
having eliminated the damaged cover. The thermal insulation 
provided by the cover was probably sufficient to preserve the 
mechanical characteristics of the inner concrete.
Slab core (points O,N,L,M, see Figure 16) compressive 
strength test results confirms the difference in mechanical con-
crete characteristics between the slab cast on site and precast 
columns. Indeed, the former presents an average value of 20.0 
N/mm2, lower than 30.6 N/mm2 corresponding to the latter. In 
order to assess the mechanical properties of the reinforcement 
bars in the columns and in the first-floor slab after the fire, sam-
ples were also taken for strength test from Column 4, Column 
9 and from the reinforcements in the intrados of the slab. The 
tensile strength test was performed by means of a 2000 kN Met-
rocom machine. In the original design, reinforcement character-
istics should have been 430 N/mm2 yielding strength and 480 
N/mm2 ultimate strength for bars with a diameter under 12 mm 
and 540 N/mm2 for bars with a diameter greater than 12 mm.
Table 8 Mechanical characteristics of reinforcement bars: Φ is the diameter in 
mm, fy is the yield strength in N/mm2, ft is the tensile ultimate strength in N/
mm2 and e is the percentage elongation.
Sample Φ fy ft ft/fy e 
Slab Reinf.I 12 324 491 1.52 22.2
Slab Reinf.II 12 341 493 1.45 20.3
Column 4 I 18 513 534 1.04 5.3
Column 4 II 18 504 626 1.24 17.4
Column 4 A 14 338 500 1.48 21.2
Column 4 B 14 398 525 1.32 7.0
Stirr. Col. 4 I 6 287 420 1.46 18.8
Stirr. Col. 4 I 6 287 406 1.41 19.3
Column 9 I 18 491 625 1.27 11.0
Column 9 II 18 488 611 1.25 13.1
Column 9 A 14 475 597 1.26 9.5
Column 9 B 14 499 616 1.23 10.3
Stirr. Col. 9 I 6 274 400 1.46 19.2
Stirr. Col. 9 II 6 259 413 1.59 12.6
As it is shown in Table 8, in the case of Φ18 mm diameter, 
all the bars analysed reach the design ultimate tensile strength 
value. The same good results were obtained for Φ12 mm and 
Φ14 mm bars taken from column 9, while stirrups Φ 6 mm 
show a decrease in ultimate tensile strength of 15%, and 
Φ14 mm bars extracted from column 4 present a 5% reduction 
in the same characteristic. A reduction in yielding strength is 
recorded for all bars except Φ18 mm – Column 9 and Φ18, 
Φ14 mm – Column 9. 
These results prove that the fire did not cause a significant 
decrease in the mechanical properties of reinforcements; the 
concrete cover probably protected them with an effective ther-
mal insulation.
3.6 Microstructural and Colorimetry analysis
In order to assess the degree of damage in fired concrete, it is 
very important to reconstruct the thermal path. For this reason, 
in addition to the above-described tests, several other analy-
ses were developed with the aim of determining the maximum 
temperatures reached during the fire. 
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Table 9 Position of the samples analysed in the following paragraphs, as 
regards the columns (COL); the longitudinal axis (l.a.) starts from the ground 
and reaches 6000 mm at the end of the ground floor. Concerning the slab and 
beams, the longitudinal axis starts from the top part (or from the left part) and 
increases as it goes down (or right) with respect to Figure 8 and Figure 3.
Sample Label Element Position l.a. (mm)
COL 4 A Ground floor Column 4 1380
COL 5 A Ground floor Column 5 1060
COL 5 B Ground floor Column 5 4730
COL 7 Ground floor Column 7 1550
COL 8A Ground floor Column 8 4580
COL 8B Ground floor Column 8 1400
COL 9A Ground floor Column 9 980
COL 9B Ground floor Column 9 4360
Beam 3
First floor Slab,
located above beam L3 34
Beams 8-9
First floor Slab,
area covering beam T6
221
Beams 8-9 (a)
First floor Slab,
area covering beam T6
133
Beams 8-9 (b)
First floor Slab,
area covering beam T6
230
Beams 8-9 (c)
First floor Slab,
area covering beam T6
135
COL 4A SP a
Ground floor
Column 4, 0.5 cm depth
1200
COL 4A SP b
Ground floor
Column 4, 1.5 cm depth
1200
COL 4A SP c
Ground floor
Column 4, 2.5 cm depth
1200
COL 4A SP d
Ground floor
Column 4, 4.5 cm depth
1200
COL 4A SP e
Ground floor
Column 4, 7,5 cm depth
1200
RS Ground Floor Column 14* 990
Indeed, investigations under the microscope (Optical and 
Electronic) allow the highlighting of both the changes induced 
in the mineralogical phases and the degree of damage produced 
in the concrete microstructure exposed to fire. These changes can 
be related to the temperature and duration of exposure to fire.
Microcracking in the cement matrix and sometimes in the 
aggregates, detachment of the latter from the cement paste due 
to differential thermal expansion, in particular in the transition 
zone, and chromatic alterations are the most common effects 
that can be observed in fire-damaged concrete (see [ 25–31]). 
Microscopic analysis can be developed in polarising and 
fluorescent light mode (PFM), (see [27], [30]). In this case, it 
is also capable of identifying microcrack length and width and 
the presence of secondary porosity in the cement matrix [25], 
caused by exposure to fire. 
Some cylindrical core samples, (variable length and 6 cm 
in diameter), were extracted at different heights by dry cor-
ing from some structural elements, (see Table 9 and Figure 
8). Other irregular samples expelled by the explosive spalling 
(SP) from columns and beams were collected. These samples 
were immediately sealed with a polymeric film (parafilm) and 
then transferred to the laboratory for diagnostic investigation. 
A core sample of undamaged concrete (reference sample RS, 
see Table 9) was also collected from column 14* (first floor, not 
exposed to fire, see Figure 3). The samples were de-sealed on 
the day the investigation started, photographed and examined 
using a binocular microscope. 
Fig. 18 Cracks around the perimeter of aggregates and inside the reddish ag-
gregate (sample label: Beam 3).
Fragments of the cementitious matrix were obtained using a 
diamond disc milling cutter. They were distinguished consider-
ing their distance from the top surface of the core, which is the 
one exposed to fire. Fragments were micronised in agate mortar 
and the powders analysed using X-Ray Diffraction (XRD) and 
Differential Thermo-Analysis (TG-DTA) techniques. The for-
mer analysis was performed with a Rigaku Miniflex II X-Ray 
diffractometer, operating at the following conditions: mono-
chromatic CuKα radiation, 15 kV, 30 mA, sampling 1.00 2θ°/
min and step size 0.0200 2θ°. 
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Fig. 19 Microphotographs of RS undamaged concrete: a) PPTL (Plain Polar-
ized Transmitted Plain Polarized Light) b) CPL  (Cross Polarized Light).
Mineral identification was carried out by X’Pert Philips soft-
ware. Thermal analysis (TG-DTA) was performed by means of 
a Netzsch apparatus Jupiter 499 IV, operating with a heating 
rate of 10 °C/min up to a temperature of 1100 °C by flushing a 
protective gas (nitrogen and oxygen 80%–20%), flow rate 80 l/
min. Data were processed using Proteus Netzsch software. 
Some slices were also cut from the most damaged sam-
ple, following the longitudinal axis of the cylindrical core. 
These slices were embedded in epoxy resin and then glued on 
glass slides. Thin sections (30 µm thick) were obtained by a 
microtome Buelher Microthin apparatus. Optical observa-
tions were carried out on polished thin sections using a Carl 
Zeiss microscope (Axioscope 40 equipped with an Axiocam 
HR camera) operating in PPTL (Transmitted Plain Polarized 
Light) and CPL (Cross Polarized Light) mode. SEM (Scanning 
Electron Microscopy) studies were performed on thin sections 
and fragments by a Zeiss Evo LS15 apparatus equipped with 
a LaB6 filament as an electron source. Finally, colorimetric 
measurements were carried out by a Konica Minolta spectro-
photometer (mod. CM 700d/600d) according to the CIE Lab 
Colour Space (1976).
Fig. 20 Microphotos of damaged concrete surface in RL mode: (a) microc-
racks radiating from  a macropore, cement matrix altered in colour, COL 4a Sp 
a; (d) pulverization and whitening (Beams 8-9 a133), see Table 9.
The RS unaltered concrete (see Table 9 and Figure 3) is char-
acterised by limestone aggregates varying in colour from light-
grey to brown and ivory. Variable morphology from angular to 
sub-angular, a medium degree of sphericity and a maximum 
diameter of about 1.5 cm were observed. Aggregates were 
immersed in a greyish cement matrix dotted by carbonate sands 
derived from artificial crushing. The concrete appears very 
compact and generally free of macro-defects (except for some 
samples with macro-voids caused by entrapped air). Bleeding 
of the constituents does not affect the concrete, which appears 
free from fractures, altered reaction rims and chromatic altera-
tion. The RS sample preserves the final white coat, applied on 
a finishing layer of cement paste about 3 mm thick.
On the contrary, the fire-damaged concrete (e.g. COL 4, COL 
5, COL 9, BEAMS 8-9 and BEAM 3, see Table 9), is character-
ized by surface pulverisation, intense whitening, selective ero-
sion and deformation. Microfracturing is widespread: fractures 
cut the aggregates or develop inside the transition zone (see 
Figure 18). 
(a)
(b)
(a)
(b)
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Fig. 21 Microphotos of damaged concrete surface in PPTL mode: microcracks 
involving the transition zone and cutting the aggregates, sample COL 5B(a); 
interfacial cracks, sample COL 4A(b), see Table 9.
The concrete shows a severe decrease in its mechanical 
performance: the sample collapsed by applying hand pres-
sure. Most of the core cylindrical samples (e.g. COL 4, COL 5, 
COL 8, COL 9, BEAM 3, and BEAMS 8-9, see Table 9) show, 
at different depths, a reddening of the aggregates. At depths 
greater than 10 cm, the effects of macroscopic decay gradually 
decrease. The damage induced in each sample is the conse-
quence of the thermal tonality of the event and in particular of 
the maximum temperature reached, time, thermal conductivity 
of the concrete and diffusive processes related to gas and sol-
ids. These processes are complex, as many factors can modify 
the scenario. 
Optical microscopy (OM) is a powerful diagnostic tool [35] 
to reconstruct the material thermal path and, consequently, to 
plot isotherms. Figure 19 shows a cross-section image of the 
RS sample (see Table 9), observed by optical microscopy in 
PPTL and CPL modes. The conglomeratic aggregates exhibit 
angular and sub-angular shapes with a low degree of sphericity 
due to artificial crushing. Aggregates appear compact, without 
inclusions or micro-fractures. 
The absence of delamination and microcracks correspond-
ing to the transition zone was determined. In CPL mode, aggre-
gates show a great array of interference colours typical of 
limestone. Their structure belongs to boundstone. Twinnings, 
calcite venules (from micritic to sparitic), and very compact 
bioclasts were also observed. The sand is carbonate as well. 
Rare clasts of quartz (of about 40 µm) were found. The cement 
matrix appears dark grey-brown in the CPL mode, suggesting 
that it is unaffected by carbonation or thermal alteration and is 
free of microcracks. Needle-shaped crystals of ettringite occur 
in large pores. 
Portlandite crystals, recognizable by white spots ranging 
from 10 to a few tens of micrometers, occur in the cement 
matrix. They become more widespread in the transition zone. 
The presence of rare, non-communicating pores having a 
pseudo-circular section, is assessed. They have been originated 
fby entrapped air.
Fig. 22 SEM image of undamaged concrete (RS) - Overview (a); Portlandite 
crystal in the cement matrix (b).
Referring to greatly-fire-damaged concrete samples (see 
Table 9 and Figure 20 e.g. COL 4A SP a and Beam 8–9 (b)), 
reflected light (RL) mode observations highlighted a zoning, 
starting from the surface. It is characterised by the pulverisa-
tion of aggregates and of the cement matrix, micro-scaling of 
clasts, differential erosion, discoloration tending to light beige 
of the binder and widespread microcracking (see Figure 20). 
Up to a depth of about 2–3 cm, significant clearing of the con-
crete and relevant micro-cracks were observed. 
(a)
(b)
(a)
(b)
17Integrated Approach for Post-fire Reinforced Concrete Structures Assessment
At 4–5 cm in depth from the top of some core cylindrical 
samples and at 10–12 cm in depth from the original surface 
of structural elements (columns and beams), the colour of 
some aggregates turned red. This redness is due to oxidation 
processes affecting minerals containing iron at temperatures 
between 300–350 °C. These reddened portions involve a thick-
ness of at least approximately 3 cm. At greater depths, (about 
10–12 cm referring to cylindrical core samples), microcracks 
decrease, the cement matrix appears dark grey and detachments 
become very rare, particularly in the transition zone. Consider-
ing the most damaged samples (e.g. COL 4, 5, 8, 9, Beam 8-9 
and Beam 3, see Table 9), OM observations highlighted quite 
widespread microcracking. In Figure 21, the system of cracks 
appears bright yellow in PPTL mode. Microcracks affecting 
aggregates, sometimes fractured into several parts, are depicted 
in Figure 21a. Interfacial cracks occur in the transition zone, 
Figure 21b. Other microfractures tend to dissolve inside the 
cement matrix; their width ranges from 20 to 40 µm. In CPL 
mode, the cement matrix appears discoloured, and many min-
eralogical phases appear poorly distinguishable.
The Scanning Electron Microscopy (SEM) study of undam-
aged concrete (see Figure 22) shows aggregates of calcite and 
dolomite immersed in the cement matrix, which is not affected 
by microcracking (see Figure 22a). Cores of anhydrous cal-
cium silicates and calcium aluminates exhibit great brilliance, 
whereas portlandite is light grey (see Figure 22b). Ettringite 
crystals in their typical needle-shape are also observed.
SEM investigations have produced evidence of the various 
damage caused by exposure to fire. Figure 23a shows globular 
formations on the surface of concrete of sample COL 4A. An 
overview of the concrete from sample COL 5B, at about 2 cm 
in depth, shows a widespread condition of microfracturing, see 
Figure 23b. 
X-Ray Diffractometry (XRD) and Thermogravimetric and 
Differential Thermal Analysis can be very effective in deter-
mining the temperature path in fire-exposed concrete elements. 
Actually they can assess the changes in the physical and chemi-
cal properties of material corresponding to temperature varia-
tion. In this way, it is possible to reconstruct the temperature 
path and time history using some benchmark changes. For 
example, the depletion of primary ettringite at about 80°C and 
the thermal breakdown of Calcium Silicate Hydrate (CSH) and 
Calcium Aluminate Hydrate (CAH) gels at approximately 180-
300 °C ([27], [32]) start to produce changes in mineral com-
position and pore size distribution, respectively, in the range 
of pore gel and sub-capillary pores, [33]. Actually, the most 
severe and irreversible damage begins at higher temperatures, 
particularly those at which the de-hydroxylation of Portlandite 
starts: [25], [30], [32]. 
Fig. 23 SEM image of the top of high-damage sample: (a) micrometric 
globular formations, COL 4A; (b) microfracturing affecting cement matrix, 
transition zone and aggregates, COL 5B, see Table 9.
In particular, XRD plays an important role in the charac-
terization of concrete. It allows a definition of the nature of the 
crystalline species, detecting what the dominant aggregate in 
the concrete is, see [34], [35]. This technique can be combined 
with punctual Energy Dispersive X-ray Spectroscopy (EDS) 
microanalysis to highlight changes in the chemical composi-
tion of concrete constituents. 
The most important peculiar benchmarks linked to a par-
ticular temperature, are reported in Tab.10. For example, the 
effect induced on the cement paste at around 500°C by the 
dehydroxylation of Portlandite and its conversion into Calcium 
oxide is well known. The latter mineral tends to rapidly hydrate 
itself, with a remarkable increase in volume, to produce newly-
formed Portlandite. A significant increase in microfracturing 
and porosity is related to this transformation, induced by expan-
sion and tension (see [32]). Even at 570 °C, the phase transition 
of quartz from alpha to beta, also accompanied by volumetric 
expansion of 5.7%, leads to increased porosity caused by radial 
microfracturing ([25], [30], [43]). At higher temperatures (from 
700 °C), in particular in the presence of limestone aggregates 
(see [36]), the complete breakdown of concrete occurs; it is 
caused by reactions of de-carbonation and related volumetric 
expansion. In this situation, aggregates dilate, burst and tend 
to be pulverised. 
(a)
(b)
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Fig. 24 Multi-plot of TG-DTA curves of selected samples (COL 5B, COL 4A 
(Sp a) and RS, see Table 9).
Table 10 reports some important diagnostic features of fire-
affected concrete, determined by XRD and TG-DTA. This table 
also shows changes in mechanical strength at different tem-
perature ranges. X-Ray diffraction patterns of the most highly-
altered samples consist of calcite and dolomite. Calcite, dolo-
mite, portlandite, ettringite and anhydrous calcium silicates 
and calcium aluminates were recognised in the RS sample.
The absence of portlandite indicates severe thermal degra-
dation of concrete. A multiplot of selected TG-DTA curves is 
shown in Figure 24. The thermogram of an RS sample shows 
an endothermic peak at about 120°C, related to the loss of 
physically-bound water in hydrated cement constituents (CSH 
and CAH). At about 500°C, the endothermic peak related to 
the de-hydroxylation of portlandite was detected. At higher 
temperatures, the effects of decarbonation of dolomite and 
calcite begin. A typical thermogram of a sample affected by 
high thermal decay (e.g. COL 5 B) shows only the endothermic 
peak (at about 880°C), due to the decarbonation reaction. In 
other samples (e.g. COL 4A Sp a), the endothernic peak of de-
hydroxylation of portlandite (P*) occurs at lower temperatures.
According to some authors, see [42], a significant decrease 
in de-hydroxylation onset temperature of portlandite occurs in 
thermally-altered samples.
Therefore, the portlandite (P*) detected in some fired samples 
could be relict or secondary. Consequently, exposure tempera-
tures which locally affected the concrete could be considered 
higher than those related to the theoretical de-hydroxylation 
temperature (see Table 10).
Table 10 Summary of diagnostic features and strength changes in concrete 
caused by heating (see [25], [28], [30], [31]).
T[°C] Diagnostic features Strength Changes
70-80
Dissociation of ettringite, leading to the 
disappearance of small spines which 
develop in air bubbles during hydration. 
Visible under PPTL and SEM.
Minor loss of 
strength pos-
sible
(<10%)
>105
The loss of physically-bound water in 
aggregate and cement paste causes an 
increase in microcracking and capillary 
porosity of the cement paste. Endothermic 
peak at about 115°C. Water loss from CSH 
gels. Endothermic effect rarely perfectly 
discriminable starting at about 120 °C.
120-175
Dissociation of gypsum, causing its deple-
tion in the cement paste. Dehydroxylation 
of gypsum with formation of alpha hemihy-
drate at 163 °C.
Water loss from calcium carboalluminates. 
Endothermic peak at about 175°C
235
Water loss from hydrate tetracalcic allumi-
nate. Endothermic peak at 235 °C
Significant 
loss of 
strength starts 
at 300ºC
>300
Marked increase in porosity and microc-
racking. Loss of bound water in cement 
matrix and associated degradation become 
more prominent. Dehydroxylation of 
brucite Mg(OH)2. Endothermic peak at 
about 388°C.
300-350
Oxidation of FeO-OH to α-Fe2O3: change 
in colour to pink or reddish brown and 
disconnection of sand particles.
573
5% increase in volume of quartz (from 
phase α to β transition) causing radial 
cracking around quartz grains in the aggre-
gate. Endothermic peak at about 491°C
Decisive 
reduction 
of concrete 
strength for 
heating at 
temperatures 
beyond of 
500–600ºC
450-500
Dehydroxylation of Portlandite, causing its 
depletion in the cement paste. Endothermic 
peak at about 491°C
600–800
Release of carbon dioxide from carbonates 
may cause considerable contraction of the 
concrete (with severe microcracking of the 
cement matrix). Early decarbonation of 
dolomite, first step: 750°–800°C (I)
800-1200
Decarbonation of dolomite, second step: 
850°-950°C (II). Decarbonation of calcite, 
endothermic peak at about 895°C. Dis-
sociation and extreme thermal stress cause 
complete disintegration of calcareous con-
stituents, resulting in whitish-grey concrete 
colour and severe microcracking.
Concrete starts to melt at about 1200°C
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Another technique for monitoring changes produced by 
fire exposure is colorimetry (see [31], [36], [37], [38]), which 
allows to highlight the colour changes in the concrete. These 
variations are related to the nature of the concrete and in par-
ticular to the nature of the aggregates (see [36]). In this work 
also this approach has been developed. Some benchmark ele-
ments can be useful in this analysis: the literature ([25], [31], 
[44] for example) reports a reddening of minerals containing 
iron in the 300–350 °C range due to their oxidation to Fe + 3. 
Even the cement matrix undergoes slight clearing at these tem-
peratures. Certainly the most obvious is the general lightening 
of aggregates and the cement matrix at approximately 600°C, 
with a dark grey colour of the latter in the 600–900°C range, 
until the browning of the cement matrix between 900°–1000°C. 
These chromatic changes are strictly dependent on the presence 
of siliceous or limestone aggregates, the nature of the cementi-
tious binder and exposure time at maximum temperature. To 
calibrate the colorimetric analysis, measurements on samples 
collected in situ were compared with the ones obtained from 
artificially-heated samples. Therefore, 3 cm thick slices were 
cut from the RS sample, lapped by means of SiC abrasive 200 
grit paper and heated in a programmable electric oven (mod. 
Nabertherm LHT/0216). A thermal gradient of 10°C /min was 
carried out as treatment up to 400°C; a slower gradient of 5°C 
/min was used for treatment up to 800°C. Treatment tempera-
tures were increased every 100°C, for every cycle, until the 
final temperature (800°C). Samples were kept at the targeted 
conditions for 1 hour. Then samples were slowly cooled, keep-
ing them in the oven. Colorimetric measurements, before and 
after thermal treatment (TT), were carried out at selected points 
in the concrete slices (see Figure 25).
Some measurements were performed on the cement matrix 
(CM); others were carried out on conglomeratic aggregates 
selected according to their original colours: dark grey, dark 
brown, light beige, pinkish-beige and ivory.
Spectral power distribution (SPD) is a characteristic of mate-
rials and represents the ability of an opaque surface to reflect 
incoming light at any wavelength in the visible range. SPD can 
be expressed by a continuous plot that cannot be formulated 
in a compact form. In addition, the measurement of colours as 
they are seen by the human eye can be represented by just three 
numbers, rather than a continuous plot. For these reasons, the 
International Commission on Illumination (CIE) converted the 
SPD into just three components CIE XYZ. Any colour can be 
expressed by a linear combination of these three parameters. 
Subsequently, in 1976, the CIE proposed the CIE Lab color 
space (L*, a*, b*). The transformation from CIE XYZ to CIE 
Lab is performed with the following Eqns (4)–(6) (see [31]):
where Xn, Yn, Zn are the CIE XYZ components for refer-
ence white points. Figure 26 shows cement matrix colorimet-
ric average values (L*, a*, b*) during different thermal treat-
ments. Two significant increases in the values of a* and b* 
were observed: one in the temperature range between 300–
400°C and one above 700°C. A significant increase starting 
from 700°C in L* values was also measured; at this tempera-
ture, a general clearing of the concrete is noted (see Figure 25). 
Measurements of a* and b* performed on aggregates (see 
Figures 27) show a fluctuating trend or a slight decrease up 
to 200°C. Starting from this temperature, values increased, 
reaching their maximum at 400°C. A decrease in a* and b* 
values occurred at about 600°C–650°C. Starting from this 
temperature, their values increased again until the final tem-
perature (800°C). L* values tended to gradually increase dur-
ing thermal cycles. A considerable increase was measured 
starting from 600°C.
3.7 Temperature Assessment
In Table 11, colorimetric measurements of samples col-
lected in situ at different depths were reported. For tempera-
ture assessment, two colorimetric targets were selected: colour 
change in the cement matrix (CM) and redness of originally 
pinkish-beige aggregates (PBA). 
Table 11 also reports the mineralogical phases detected by 
X-Ray diffraction and TG–DTA techniques. The absence of 
portlandite (P) indicates that the temperature exceeded 500 °C. 
Analysis of the data collected (colorimetric, diffractometric 
and thermodifferential) shows how various high temperatures 
were reached in different points/samples of the industrial ware-
house (e.g. COL 4, COL 5, BEAM 3, BEAMS 8–9, BEAMS 
8–9 a). Considering sample COL 4A Sp a, for example, tem-
peratures probably reached 700 °C in the cortical portion of the 
concrete (about 0.5–1.5 cm) due to strong clearing of concrete 
and the presence of portlandite P* (relict or secondary). At 
greater depths (about 2–3 cm) in the same sample, portlandite 
(P) was detected: temperature did not exceed 500 °C. About 
4–7 cm from the surface, redness systematically appeared in 
aggregates that had originally been pink-beige. For the other 
samples, these reddish aggregates were found at variable 
depths but generally not more than about 8–12 cm deep.
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Table 11 Max. temperature estimation, Colorimetric results (L*, a* and b*) and mineralogical phases detected on samples collected in situ. Legend: Cal = 
Calcite, Dol = Dolomite, P = Portlandite, Ank = Ankerite, Per = Perovskite, Spu = Spurrite, E = Ettringite, P* = relict or secondary Portlandite. CM = Cement 
Matrix, PBA = Pinkish-beige aggregates. The mark * on the sample label indicates that the original surface was already eroded at the time of drilling.
Sample Labels Mineralogical phases Estimated T (°C) Depth from the top surface (cm) L*; a*; b* Col. targets
Reference (RS) E, Cal, Dol, P 20 0,0 62.08; 0.03; 2.72 CM
COL 4A Sp a 
COL 4A Sp b 
COL 4A Sp c
COL 4A Sp d
COL 4A Sp e
Cal, Dol, P*
Cal, Dol
Cal, Dol, P
Cal, Dol, P
Cal, Dol, P
≈700
> 500
≤ 500
< 500÷400
400÷300
0.5
1.5
2.5
4.5
7.5
75.35; -0.61; 5.25
73.45; 0.27; 4.01
61.23; 0.47; 4.35
58.36; 3.67; 5.18
54.63; 5.28; 6.43
CM 
CM 
CM 
PBA
PBA
COL 5 A*
COL 5 A*
Cal, Dol, P
Cal, Dol, P
≤ 500
400÷300
6.0
8.0
61.84; 0.85; 4.35
55.49; 5.26; 6.25
CM
PBA
COL 5 B 
COL 5 B 
COL 5 B 
Cal, Dol 
Cal, Dol, P
Cal, Dol, P
> 500
≤ 500÷400
400÷300
0.5
2.0
2.7÷4.5
70.55; 0.21; 4.25
61.78; 0.86; 3.58
55.49; 5.13; 6.43
CM
CM
PBA
COL 8 A*
COL 8 A
Cal, Dol, P
Cal, Dol, P
≤500
400÷300
3.0
5.0
61.45; 0.98; 4.74
57.54; 5.36; 6.42
CM.
PBA
COL 8 B Cal, Dol, P 400÷300 0.5 55.49; 5.80; 6.62 PBA
COL 9 A*
COL 9 B*
Cal, Dol, P
Cal, Dol, P
400÷300
400÷300
9.7
7.8
57.40; 4.25; 6.47
55.12; 4.84; 5.98
PBA
PBA
Beam 3
Beam 3
Beam 3
Cal, Dol, Per, Spu
Cal, Dol, P
Cal, Dol, P
> 500
≤ 500-400
400÷300
0.5
1.5
3.5
70.45; -0.31; 5.83
63.12;1.55; 4.25
65.02; 4.28; 6.82
CM
PBA
PBA
Beams 8-9 
Beams 8-9 
Beams 8-9 
Cal, Dol
Cal, Dol, P
Cal, Dol, P
> 500
≤ 500-400
400÷300
0.3 
1.2
2.8
70.91; 0.12; 4.45
62.31; 1.15; 3.81
60.32, 4.85; 5.94
CM
CM
PBA
Beams 8-9 (a)*
Beams 8-9 (a) 
Cal, Dol 
Cal, Dol, P
> 500
≤500÷400
1.5
4.0
70.45; -0.15; 4.74
62.24; 3.95; 6.27
CM
PBA
Fig. 25 Concrete slabs before and after thermal treatment; (a) untreated; (b) TT 200°C; (c) TT 300°C; (d) TT 400°C; (e) TT 500°C; (f) TT 600°C; (g) TT 700°C; 
(h) TT 800°C. The bottom-left scale is in cm.
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Fig. 26 Average values of L*, a* and b* vs temperature (cement matrix of the 
RS sample). The error bars represent the standard deviation for each measure..
4 Conclusions
Structural assessment of RC structures after a fire can be 
a very difficult task. In this paper, several assessment meth-
ods (experimental non-destructive and destructive techniques) 
were applied to a real prestressed R.C. structure damaged by 
fire in order to present a new integrated approach.
The authors firstly developed a thorough geometric sur-
vey by means of laser scanner in order to detect permanent 
deformations due to fire; then ultrasound wave velocity and 
rebound index were detected in several elements. In addition, 
a load test was performed on one of the most representative 
parts of the damaged structure. Several cylindrical cores were 
extracted from columns and slabs in different parts of the build-
ing. Destructive compressive strength tests were performed on 
these cores, showing that precast damaged concrete (beams 
and columns), average strength is 30.5 N/mm2, while the com-
pressive strength of cast-on-site damaged concrete (slab) was 
rated close to 20.0 N/mm2.
XRD, TG-DTA, OM and SEM, along with colorimetric 
investigations, have provided useful indications regarding 
the temperatures reached by the fire-exposed concrete, based 
on changes in mineralogical composition and microstructure. 
Portlandite plays a key role in determining the temperatures 
reached. The absence of this phase reveals reaching of its de-
hydroxylation temperature at approximately 500°C. The low-
ering of the de-hydroxylation temperature of portlandite can be 
interpreted as an indicative factor for the presence of relict or 
secondary portlandite.
Data emerging from the colorimetric study were useful to 
characterise fire exposure. In detail, concrete strength is dra-
matically reduced if it has been exposed to heating tempera-
tures beyond 500–600°C. A controlled thermal decaying pro-
cess on reference concrete provided an accurate definition of 
the chromatic changes occurring at definite temperature ranges. 
In particular, the reddening of original pinkish-beige aggre-
gates in the 300–400°C range and the considerable lightening 
of concrete starting from approximately 700°C are the most 
relevant changes connected with temperatures. 
Fig. 27 Average values of L*, a* and b* vs temperature (aggregates in the RS 
sample).
The set of integrated data obtained from this study permits 
recognition of the thermal zoning of fire-exposed concrete that 
will optimise the restoration of the structure. In particular, the 
scrapping of surfaces has to include the depth of the concrete 
at which reddish aggregates emerge. Probably the fire was lim-
ited to the central area of the warehouse due to the presence 
of fire-protected masonry and the first floor slab. Columns 4,5 
and 7 displayed the most important damage, and several beams 
presented important deflections (L1, L4 for example) and have 
lost the prestressing actions of the tendons. Maximum slab 
deflection highlighted the deformations of beam T5 and sug-
gests a synthetic map of damages. 
Refurbishment is needed, but the structure actually with-
stood the fire very well. Indeed, the compressive strength and 
SonReb test certified the quality of the precast concrete and its 
very good mechanical characteristics. In addition, the load test 
proved the residual structural safety of the structure.
(a)
(b)
(c)
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The field data and the integrated approach presented in this 
paper, can represent a benchmark for post-fire investigations. 
Further developments in this research are expected from the 
numerical models of the structure and the fire scenarios. The 
information obtained from these models will be of paramount 
importance for the structural renovation of the building and can 
help in developing simplified design approach. Indeed, given 
the complexity of this structural problem, some simplified 
methods which account for fire loading in an effective way are 
very helpful for the designer: [45] is an interesting example. 
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